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Abstract: Regular transmission maintenance is important to keep the infrastructure resilient and
reliable. Delays providing on-time maintenance increase the forced outage rate of those assets,
causing unexpected changes in the operating conditions and even catastrophic consequences, such as
local blackouts. The current process of maintenance schedule is based on the transmission owners’
choice, with the final decision of system operator about the reliability. The requests are examined on
a first-come, first-served basis, which means a regular maintenance request may be rejected, delaying
the tasks that should be performed. To incorporate optimization knowledge into the transmission
maintenance schedule, this study focuses on the co-optimization of maintenance scheduling and the
production cost minimization. The mathematical model co-optimizes generation unit commitment
and line maintenance scheduling while maintaining N-1 reliability criterion. Three case studies
focusing on reliability, renewable energy delivery, and service efficiency are conducted leading up to
4% production cost savings as compared to the business-as-usual approach.

Keywords: outage scheduling; transmission topology control; unit commitment; N-1 reliability

1. Introduction

Transmission lines are at the core of power systems, serving as an asset that allows the transfer of
electrical energy from where it is generated to where it is consumed. Their existence gives the system
operators flexibility to commit different generator units in different locations in the system, and this
process leads the operation of power systems in an economical manner by adopting production cost
minimization while committing and dispatching the generation fleet. However, due to the aging grid
and the time it takes to complete maintenance tasks, transmission line maintenance rates have been
increasing. The current process of transmission maintenance schedule is not centralized at the operator
level, and it gives full control to the transmission owner to select the date, time, and duration. The loss
of a transmission line with no consideration on the optimality tends to increase production costs and
decrease reliability. This paper intends to fill this gap by introducing a co-optimized mathematical
model of transmission maintenance scheduling and the production cost minimization. To address both
objectives, traditionally used models of unit commitment, optimal topology control, and scheduling
are discussed throughout this paper.

The traditional unit commitment (UC) is a mathematical model that commits a generator’s capacity
to meet the power demand while minimizing the production cost of the system [1,2]. It is generally
formulated in the form of mixed integer linear programming (MILP) and several solution techniques
are discussed in the literature [3–6], including Lagrangian relaxation [7,8], Branch and Bound [9–11],
heuristic methods [12,13] and their comparisons [14–16]. Extended surveys of unit commitment studies
are also presented in References [17,18]. However, a profit-based unit commitment (PBUC) may be
found in the literature, in which the objective of the problem is switched to maximize the profit of the
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generation companies. A shuffled frog leaping algorithm [19] and swarm intelligence technique [20]
have been proposed to solve such a problem in power networks, yet a microgrid solution is also
proposed with security constraints [21].

Transmission switching, or optimal topology control (OTC), is another mathematical model that
identifies transmission lines to be in service while minimizing the production cost [22,23]. Like the UC
problem, OTC is also formulated in the form of MILP. Although its theoretical background is studied
and published by several groups [24–31], there is no reported use of OTC in business as of today.
However, possible sub-applications of OTC in deregulated markets are discussed in Reference [32].

One of the sub-applications of OTC is related to transmission maintenance scheduling (TMS).
Instead of looking for one or more transmission assets to switch off out of all transmission lines in the
system, a TMS problem only looks at a limited number of transmission assets waiting for maintenance.
In other words, the proposed model in this study schedules short-term maintenance of transmission
lines in a centralized way so that maintenance is completed at the optimal time, reducing the production
cost of the system.

The main difference of the proposed model is the way it treats the TMS problem. As discussed
in Reference [33], transmission line scheduling studies are generally presented from a transmission
operator’s (TO) perspective, and whose objectives are to either maximize profit and/or minimize
maintenance costs [34,35]. Because of this, problems are solved by a self-scheduling method [36,37],
which means no central coordination has been considered in the literature. This study, however, fills
this gap by introducing a single objective optimization problem that co-optimize the benefits of unit
commitment, maintenance scheduling, and transmission switching in a production cost simulation
framework, known as the scheduling maintenance for reliable transmission systems (SMaRTS) model.

While the proposed model focuses on the maintenance schedule, the proposed formulation is also
flexible to cover the OTC problem. It reveals that the cardinality of the OTC problem is significantly
reduced compared to Hedman’s first development [38]. The reason is a new approach taken for N-1
reliability constraints by eliminating the separate binary variable for contingencies. This contribution
is later detailed in Section 4 by discussing the simple changes to convert the proposed TMS model to
an OTC model.

The rest of the paper is structured as follows. The proposed problem formulation and thorough
discussion around the details of each constraint are given in Section 3. Section 4 discusses the
flexibility of the proposed formulation and introduces the steps to convert the SMaRTS model into
other well-known mathematical models of power systems such as security constraint unit commitment
(SCUC) and OTC. Section 5 includes a case study covering a modified IEEE-30 bus system with all
the details that allow an interested party to duplicate the work done in this study. It also covers the
comparison of a proposed model with business-as-usual (BaU) transmission maintenance schedule.
Section 6 introduces additional case studies, including a renewable integration study, heavy loaded
system study, and OTC study to address the impact of the variability of renewables, less reliability on
the system, and full control of all assets on the system, respectively. Section 7 concludes the study with
the final remarks on the findings.

2. Problem Formulation

This section covers the dense mathematical representation of the proposed model. Definitions of
the variables are given in the nomenclature. Generally, variables are denoted with three subscripts,
denoting index, time, and contingency state parameters respectively. Other variables are denoted with
two subscripts, which are index and time parameters. Finally, if the value of a parameter does not
change with respect to time, it has only one subscript for indexing.

The formulation includes linear equality and inequality constraints on power flow definitions,
power balance equations, unit commitment, technical limits, and maintenance scheduling constraints.
The objective is to minimize total production costs of the system. It is a summation of four different
terms, as shown in Equation (1).
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2.1. Objective Function

Minimize total production cost, including the cost of generation, no-load cost, startup cost, and
partial maintenance cost (no cost is allocated if the maintenance is completed with no interruption).

min
θ, PG, Pk, u,
s, h, z, m, a

∑
t

∑
g∈Γ

CgPG
g,t,0BaseMW +

∑
t

∑
g∈Γ

NLgug,t +
∑

t

∑
g∈Γ

SUgsg,t +
∑
k∈Ψ

PMk

∑
t

mk,t − ak

 (1)

The first term in Equation (1) is the production cost at a steady-state, and the second term is no
load cost. Together, they represent the total cost of generation. The third term is startup cost (SU),
which depends on the binary startup decision variable, s. The last term is the partial maintenance (PM)
cost. It treats all maintenance requests equally if they are scheduled in a block timeframe. However,
if scheduling the maintenance in two or more time windows leads to a better solution, then the model
captures this tradeoff.

2.2. Power Flow-Related Constraints

Power flow definition, maximum power transfer on transmission lines

Pki j,t,c ≤ Bk
(
θi,t,c − θ j,t,c

)
+

(
1− zk,t

)
M ∀t, ∀k ∈ Ψ, ∀c ∈ X/k (2a)

Pki j,t,c ≥ Bk
(
θi,t,c − θ j,t,c

)
−

(
1− zk,t

)
M ∀t, ∀k ∈ Ψ, ∀c ∈ X/k (2b)

− Pmax
k zk,t ≤ Pki j,t,c ≤ zk,tPmax

k ∀t, ∀k ∈ Ψ, ∀c ∈ X/k (2c)

− Pmax
k ≤ Pki j,t,c ≤ Pmax

k ∀t, ∀k ∈ Ω/Ψ, ∀c ∈ X/k (2d)

Constraints (2a), (2b), and (3a), (3b) define the amount of power flowing on a transmission line.
The maximum flow limit of transmission lines is modeled in (2c) and (2d). Constraints (3e) and (3f)
define the power balance at each bus.

One of the contributions of this study is to reduce the size of the problem by eliminating a binary
variable previously used in other studies [38]. Our observation is that a transmission line being ON or
OFF does not change in any contingency states but for its own. Secondly, if the line is out due to a
contingency, then its transfer capability is zero, which means it is mathematically already known and
not a variable to be determined in the program. By introducing a parameter, we can avoid introducing
a separate variable as represented in the Constraint (3b).

2.3. Contingency-Related Constraints and Power Balance Constraint

Due to the adaptation of a lossless model in this study, the amount of power flowing from Bus i
to Bus j is equal to the flow from Bus j to Bus i. The set of k ∈ (i,*) in (3e) and (3f) includes branches
having Bus i as their “From Bus,” and the set of k ∈ (*,i) in (3e) and (3f) includes branches having Bus i
as their “To Bus”. Voltage angle for the reference bus set to zero to get a unique angle tensor at the
optimal solution.

Pki j,t,c = Bk
(
θi,t,c − θ j,t,c

)
, ∀t, ∀k ∈ Ω/Ψ, ∀c ∈ X/k (3a)

Pkj j,t,c = 0 ∀t, ∀k ∈ Ω, ∀c = k (3b)

θi,t,c = 0 ∀t, ∀i = re f , ∀c = X (3c)

PG
g,t,c = 0 ∀t,∀g ∈ Γ, ∀c = g (3d)∑

g
PG

g(i),t,c = PD
i,t +

∑
k∈(i,∗)

Pki j,t,c −
∑

k∈(∗,i)

Pki j,t,c ∀t, ∀i ∈ ΦG, ∀c ∈ X (3e)
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0 = PD
i,t +

∑
k∈(i,∗)

Pki j,t,c −
∑

k∈(∗,i)

Pki j,t,c ∀t, ∀i ∈ Φ/ΦG, ∀c ∈ X (3f)

2.4. Generator-Related Constraints

Min and max generation limits, ramping limits, minimum uptime, and downtime limits

PG,min
g ug,t ≤ PG

g,t,c ≤ ug,tPG,max
g ∀t, ∀g ∈ Γ, ∀c ∈ X/g (4a)

− PDC
g ≤ PG

g,t,c − PG
g,t,0 ≤ RUC

g ∀t, ∀g ∈ Γ, ∀c ∈ X/g (4b)

−RD
g ≤ PG

g,t,0 − PG
g,(t−1),0 ≤ RU

g ∀t, ∀g ∈ Γ (4c)

t∑
τ=t−pi+1

sg,τ ≤ ug,t ∀t, ∀g ∈ Γ (4d)

t∑
τ=t−wi+1

hg,τ ≤ 1− ug,t ∀t, ∀g ∈ Γ (4e)

sg,t − hg,t = ug,t − ug,(t−1) ∀t, ∀g ∈ Γ (4f)

Several studies [6–11,14–16] use constraints (4a–4f) to model the security-constrained unit
commitment. Constraint (4a) is for maximum and minimum generation capacity, (4b) is for a secure
transition from a steady state to a contingency state, and (4c) is for the secure transition of generation
dispatches between two consecutive time periods in a steady state. Two inequality constraints (4d), (4e)
satisfy the minimum up and downtime limits of each generator unit. Constraint (4f) is a valid constraint
if, and only if, either s or h appears in the objective function with a positive coefficient in front as the
third term in Equation (1) denoting the startup cost of generators.

2.5. Maintenance Scheduling-Related Constraints

Start time of maintenance, flag for partial maintenance allowed, and completion of maintenance
in the study horizon

zk,(t−1) − zk,t ≤ mk,t ∀t, ∀k ∈ Ψ (5a)

t∑
τ=t−nk+1

mk,τ ≤ 1− zk,t ∀t, ∀k ∈ Ψ (5b)

T∑
t=1

mk,τ ≤ `kak ∀k ∈ Ψ (5c)

T −
T∑

t=1

zk,τ ≤ dkak ∀k ∈ Ψ (5d)

The last section of the model includes constraints on centralized maintenance scheduling. It is
worthwhile to note that the set Ψ includes the transmission lines pending maintenance approval.
All constraints on this section are defined solely for the set Ψ. Constraint (5a) defines the binary
variable mk,τ with respect to a change in the status of Branch k. It is valid if, and only if, m appears in
the objective function with a positive coefficient.

Constraints (5b) and (5c) are included to add more flexibility in maintenance scheduling. A partial
maintenance task may have a predetermined minimum time, the value of which may not be equal
to the total duration required to complete the maintenance. Due to the fact that the model can split
the total maintenance duration into partial timeframes, constraint (5b) ensures Branch k is kept open
during the minimum timeframe denoted by nk. However, it may not be possible to split a maintenance
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task, though some tasks may be divided into one-hour intervals. To address this issue, constraint (5c)
is included to create this flexibility by changing the maintenance value of `k. For example, if `k = 1,
then the maintenance duration for Branch k cannot be divided into partial timeframes. However, if
`k = dk then the minimum partial maintenance window becomes a one-hour interval. Constraint (5d)
ensures that if the maintenance is approved, it has to be fully completed in the planning time horizon.

The final model can be created as a single objective optimization problem that minimizes (1)
subject to the constraints of Equations (2a–2d), (3a–3f), (4a–4f), and (5a–5d). All necessary information
to complete a nodal system-level study with the SMaRTS model is summarized in Figure 1 with the
subsections of Inputs, Model, and Solution.
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3. Model Flexibility and Convertibility

The proposed model is developed to co-optimize generation unit commitment with transmission
switching from an outage coordination perspective. Cost savings are achieved by shifting the maintenance
duration to an optimal timeframe when the loss of this transmission line reduces the total operating cost
of the system. The model captures the impact of a transmission line status on the production cost, which
means the optimal solution will always yield a better solution than the BaU model.

The model includes all constraints of a SCUC problem. To convert the model to a SCUC, as given
in (P2), we drop the maintenance scheduling constraints given in Equations (5a–5d) from the constraint
set, and then set no pending maintenance requests (Ψ = ∅). Moreover, the proposed model can
also be modified to be the exact problem of co-optimization of generation unit commitment and
transmission switching with N-1 reliability [38]. Dropping the maintenance scheduling constraints
given in Equations (5a–5d) from the constraint set and selecting all transmission lines for maintenance
(Ψ = Ω) converts the model to an OTC-SCUC, as presented in (P3).

In our context, SCUC does not consider transmission switching, OTC-SCUC includes all
transmission lines and generators in the commitment procedure, yet in a different meaning than
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SMaRTS. In a simplistic manner, one SCUC corresponds to one topology. If we consider M topologies,
solving M SCUCs and selecting the best one would give us the cheapest schedule as the same as
OTC-SCUC. In branch and bound, we prune a branch as the process goes. As a branching point goes
down, feasibility is enhanced, but optimality becomes reduced. Therefore, the SCUC is higher since
no maintenance is scheduled. The OTC-SCUC is lowest since strict maintenance schedules are taken
into consideration. However, SMaRTS exist in between in terms of optimality and feasibility since a
“flexible“ maintenance schedule is considered because we allow the maintenance schedules to split
into multiple pieces.

The model can also be modified to show the tradeoff between total operating costs and the
approval of one more request from the maintenance waiting list. This capability is unique and may
be used to identify the Pareto optimal solutions from a multi-objective optimization perspective.
The modified problem is given in (P4) by adding a linear equality constraint as shown in Equation (7)
on Figure 2. The summation of request status variable a can be bounded by the total number of the
approval parameter, Napprove. The scalar value of Napprove may be selected from the set of {0, 1, . . . , n(Ψ)}
where n(Ψ) denotes the number of elements in Set Ψ. The difference between the two objective values
may give an opportunity to the system operator to analyze the impact of maintenance on the total
operating cost.Energies 2019, 12, x FOR PEER REVIEW 7 of 19 
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4. Numerical Example

A modified 30-bus system included in MATPOWER [39] is used in this study with minor
modifications given in Table 1. The dataset of the system is adopted from MATPOWER (v6.0, PSERC,
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Ithaca, NY, USA). However, additional parameters like startup cost, ramp rates, minimum up- and
downtime parameters are assumed to be given in Table 2. Six transmission lines out of 39 are assumed
requesting maintenance (Table 3). Hourly peak load in percent of total load (Table 4) is adopted
from IEEE-reliability test system [40]. The 24-hour time period of interest is assumed to be a summer
weekday with a total peak load of 189.20 MW. Per-unit basis [41], BaseMW, is set to 100 MW. The final
electric infrastructure of the modified 30-bus system is illustrated in Figure 3.

Table 1. Transmission line modifications.

Original Line ID Modified Line ID From Bus To Bus Pmax
k Modification

15 15 4 12 0.39 Max. Flow limit
17 17 12 14 0.65 Max. Flow limit
18 18 12 15 0.65 Max. Flow limit
19 19 12 16 0.65 Max. Flow limit
20 20 14 15 0.32 Max. Flow limit
25 - 10 20 - Line is removed
26 - 10 17 - Line is removed

27–41 25–39 - - - Modified Line ID
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Table 2. Generator Parameters.

ID Location,
Bus ID

Unit Cost Coefficients
PG,max

g PG,min
g

ωg ρg
RU

g = RD
g

RUC
g = RDC

g

SUg
Cg NLg

G1 1 11.20 80 0.80 0 8 8 0.30 G1
G2 2 10.80 110 0.80 0 5 5 0.31 G2
G3 22 10.50 100 0.50 0 4 4 0.32 G3
G4 27 10.20 90 0.55 0 10 10 0.29 G4
G5 23 13.00 130 0.30 0 1 1 0.35 G5
G6 13 15.00 150 0.40 0 1 1 0.40 G6
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Table 3. Parameters of lines requesting maintenance

Priority Line ID From Bus To Bus PMk dk `k nk

1 31 24 25 6 9 9 1
2 18 12 15 3 8 8 1
3 7 4 6 2 12 12 1
4 38 8 28 5 3 3 1

Table 4. Hourly peak load in percent of total peak load.

Hour 1 Hour 2 Hour 3 Hour 4 Hour 5 Hour 6
64% 60% 58% 56% 56% 58%

Hour 7 Hour 8 Hour 9 Hour 10 Hour 11 Hour 12
64% 76% 87% 95% 99% 100%

Hour 13 Hour 14 Hour 15 Hour 16 Hour 17 Hour 18
99% 100% 100% 97% 96% 96%

Hour 19 Hour 20 Hour 21 Hour 22 Hour 23 Hour 24
93% 92% 92% 93% 87% 72%

The proposed model is implemented in MATLAB 2017a (The MathWorks, Inc, Natick, MA, USA)
with the YALMIP toolbox [42] and solved by an academic version of a commercial optimization solver,
CPLEX. It is noteworthy to mention that YALMIP is an intermediate toolbox in MATLAB between the
user and the solver. It can detect what kind of a problem the user has defined, and selects a suitable
solver based on this analysis [42]. While convenient, it has a large overhead and tends to get slower for
bigger size optimization problem just because it is an unnecessary intermediate process. The SMaRTS
problem is a mixed-integer linear programming (MILP) that is an NP-hard problem. Therefore,
the computational complexity is difficult to address, and it is a topic of research activities. For an
example, a study on the scalability of an MILP [43] shows that the computation time critically depends
on the number of binary variables and implies that the proposed algorithm would be applicable to a
real-world power system with on the order of 103 binary variables. The novelty in the proposed model
lies in reducing them by a new approach to N-1 contingency and commitment modeling.

The optimal operating cost of the system is $53,757.78, with the approval of one maintenance
out of four requests. The hourly status of the transmission line that is approved for maintenance
(variable z) and the unit commitment decisions (variables u) at the optimal solution are given in Table 5.
Two generators are committed fully in the planning period, and the other four are committed partially
to meet the hourly power demand, as needed.

Table 5. The optimal solution for transmission maintenance scheduling.

Daily Production Cost = $53,737.78

Hours (1–24)

Variables 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24

zBranch18 1 1 1 1 1 1 1 0 0 0 0 1 1 1 1 0 0 0 0 0 0 0 0 1

uGen1 & uGen4 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1

uGen2 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 0

uGen3 0 0 0 0 0 0 0 0 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1

uGen5 1 1 1 1 1 1 1 1 1 1 0 0 0 0 0 1 1 1 1 1 1 1 1 1

uGen6 0 0 0 0 0 0 0 0 0 0 1 1 1 1 1 0 0 0 0 0 0 0 0 0

The BaU model as currently adopted by the system operators does not consider the tradeoff

between the decision on maintenance requests and the total operating costs. Instead, the BaU model
has a priority list of maintenance requests based on their submission dates. As long as the first request
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is N-1 reliable for the system with no consideration on the financials, the operator approves the request.
Then the next request from the priority list is studied and the decision is made based on the previously
approved outage request(s).

In this part of the study, the financial savings of the proposed model in comparison to the BaU is
discussed. The priority list is assumed to be in the order of Line 31-18-7-38. The starting time of day for
maintenance requests is assumed to be 8 a.m., 11 a.m., 5 p.m., and 8 p.m., respectively. The expected
duration to complete maintenance for these lines are assumed to 9, 8, 12, and 3 hours, respectively.
An illustrative time windows for each maintenance requests is given in Figure 4.Energies 2019, 12, x FOR PEER REVIEW 10 of 19 
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As discussed earlier, the only approval criteria for maintenance requests is to verify that the loss
of that transmission line does not violate the N-1 operation criteria, and the order of approval must
coincide with the priority of those requests. Therefore, a simulation is performed with the loss of the
first transmission line in the rank during the requested maintenance window. If there is no violation of
the N-1 criteria at the time of maintenance, then the second simulation is performed with the loss of
the first and second transmission lines in the rank. The process is continued until all four maintenance
requests are complete. The case study shows that even after approval of four maintenance tasks,
the system is still satisfying the N-1 criteria. However, the total production cost of the system increases
as each maintenance request is introduced to the system. Table 6 shows the total production cost of the
system for the study horizon with each additional approval.

Table 6. Total production costs with various selections of Napprove.

PROPOSED MODEL BaU MODEL

Napprove
Total Production

Cost ($)
Approved
Line ID(s)

Number of Partial
Maintenance

Total Production
Cost ($)

Approved
Line ID(s)

0 53,781.71 - - 53,781.71 -

1 53,757.78 7 2 54,204.59 31

2 53,800.93 7, 38 3-1 54,173.98 31, 18

3 54,005.72 7, 18, 31 3-1-3 54,209.40 31, 18, 7

4 53,817.65 7, 18, 31, 38 3-2-1-3 54,211.41 31, 18, 7, 38

This information lets us show the effectiveness of the proposed co-optimized maintenance scheduling
with the production cost minimization (Model P4) by comparing the cost of BaU model and the TMS
model. The proposed model schedules the maintenance time windows optimally at each approval level
and provides better-operating conditions that yield to lower production cost for the system. Even after
approval of all four maintenance requests, the proposed model yields 1% cost savings with while holding
the exact same N-1 contingency criteria as shown in Figure 5. The optimal schedule of maintenance
timeframes is given in Figure 6 with the timeframe used in the BaU as a reference.
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5. Case Studies

Case studies are always helpful to simulate different operating conditions and different system
structures. Although it is possible to create various scenarios on the interesting subject of transmission line
maintenance schedule, this section focusses on two important topics: (1) Renewable energy utilization
and delivery, and (2) system reliability in terms of service interruption. Maintenance schedule has a
direct impact on the network topology that can cause sudden changes in the available energy transfer
capability of the system. The change on the transfer capability may have a local or system-wide impact
based on the location of the transmission line. The starting time of two different maintenance operations
may conflict each other in the currently used maintenance scheduling approval process, which may lead
to the rejection of one to maintain the system reliability. However, the proposed optimal maintenance
scheduling with co-optimization of production cost may provide a schedule that fits for each request.
The increased acceptance rate of regular maintenance requests evidently reduces the forced outage of
those lines due to the delay caused by inefficient scheduling processes. To show the effectiveness of
centralized maintenance scheduling on systems (1) with high penetration of renewables and (2) with
a heavy load, two additional case studies are provided in this section. The first case study introduces
renewable generators into the system used in Section 5 to enhance the reliable operation of power systems
in the presence of uncertainty, while the transmission maintenance scheduling is co-optimized with
the production cost minimization. The second case study is performed on the same system used in
Section 5 but has higher demand on each node in comparison to the original to simulate the effectiveness
of centralized maintenance scheduling on the unserved energy level.



Energies 2019, 12, 2931 11 of 18

For the first case study where renewables are introduced into the system, three new generators
are included and their locations are selected to be physically close to the transmission lines waiting for
the maintenance approval. The first one is located on Bus 12 and it is a solar generator. The second
and third are located at Bus 6 and Bus 25, respectively, and they are wind generators. The production
profile of each generator is illustrated in the top right portion of Figure 7.
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A new three-hour long maintenance request on line 34 connecting Bus 27 and 28 is introduced
with a starting time of 6 p.m. Its priority is assumed to be right after the request of Line 38, which
connects the Bus 8 and 28 starting at 8 p.m. Based on the location of these two lines, it is not possible to
approve both requests. The loss of these two lines at the same time leaves Bus 28 isolated from the grid,
which violates the approval criteria in the BaU scheduling process. This kind of conflicting event is the
result of the self-scheduling approach by the transmission owners in today’s operations. However,
the proposed centralized scheduling approach may find a suitable schedule for both transmission lines
while minimizing the production cost of the system.

The analysis of the simulation results shows that the new maintenance request is rejected due to the
approval of the request from Line 38. The approved maintenance starts at 8 p.m. and continues for three
hours. During this time, Line 34 is a must-run line to provide electric service to Bus 28. The requested
timeframe for maintenance on Line 34 begins at 6 p.m. and ends at 9 p.m. Due to the schedule conflict
between 8 p.m. and 9 p.m., the BaU process for scheduling rejects the request for Line 34. However,
the proposed centralized scheduling method with co-optimization of production costs finds the optimal
schedule for all five requests within the study horizon. Although the production cost is increasing after
the approval of the second request, it is lower than the cost found by BaU model as shown in Figure 8,
as well as the generation mix and the optimal maintenance schedule after approval of all five requests.
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The second case study simulates heavily loaded system conditions by increasing the original
demand by 50% for each hour of the day at each bus. A new variable is introduced to the
mathematical model to address the possible unserved energy conditions while meeting the high
demand. The motivation of this case study is to reveal the positive impact of optimal maintenance
scheduling on the reliability of the system by reducing the total unserved energy within the study
horizon. Although the system is facing heavy load, the proposed scheduling method can find the
optimal timeframe for transmission maintenance requests while providing more economical generation
dispatch. Generally, unserved energy variables are introduced in production cost simulations to relax
the power balance equality constraints that are difficult to satisfy. This can also be treated as a reliability
index of the system. The tradeoff of violating the power balance equation for each node, the unserved
energy variable, is penalized in the objective function by the value of loss load (VoLL). $1000/MWh
is used as VoLL throughout this study. To address those changes in the mathematical model, three
modifications are made on (1) objective function, (2) power balance equalities, (3) additional constraints
to have contingency cases not worse than the base case in terms of unserved energy.

Objective function: Equation (1) is switched with Equation (6) to reflect the penalty on
unserved energy.

min
θ, PG, Pk, u

s, h, z, m, a, s_UsE

∑
t

∑
g∈Γ

{
Cg ∗ PG

g,t,0 ∗ BaseMW + NLg ∗ ug,t + SUg ∗ sg,t
}

+
∑

k

PMk

∑
t

mk,t − ak

+∑
t

∑
i∈Φ

s_UsEi,t,0 ∗VoLL ∗ BaseMW

(6)
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Power balance constraints, including unserved energy: Equations (3e) and (3f) are also
switched with Equations (7a) and (7b) to reflect the relaxation of power balance equality constraints.
The introduction of unserved energy variable for each node also represents the reliability index of the
system, including the capability of meeting power demand at all times.∑

g
PG

g(i),t,c + s_UsEi,t,c = PD
i,t +

∑
k∈(i,∗)

Pki j,t,c −
∑

k∈(∗,i)

Pki j,t,c ∀t, ∀i ∈ ΦG, ∀c ∈ X (7a)

s_UsEi,t,c = PD
i,t +

∑
k∈(i,∗)

Pki j,t,c −
∑

k∈(∗,i)

Pki j,t,c ∀t, ∀i ∈ Φ/ΦG, ∀c ∈ X (7b)

Additional constraints: All unserved energy variables must be positive, and total unserved energy
under the contingency cases should be less than the base case.

s_UsEi,t,c ≥ 0 ∀t, ∀i ∈ Φ, ∀c ∈ X (8)∑
i∈Φ

s_UsEi,t,0 ≥
∑
i∈Φ

sUsEi,t,c ∀t, ∀c ∈ X (9)

Having heavily loaded power systems tends to create reliability issues in terms of not able to
meet the required electrical demand due to either lack of supply or lack of available transfer capability.
This case study is created to address the impact of centralized transmission maintenance scheduling
on the total unserved energy within the study horizon, and also the production cost of the system.
The results of the simulations with the BaU model, and also with the TMS model, reveal that the
optimal scheduling of maintenance requests have positive impacts on both conditions. In the following
case study, all four maintenance requests are approved in both models. However, similar results are
observed in other cases. Figure 9 includes the committed generation capacity, the demand, and the
unserved energy on the same chart for each hour of the day. The total unserved energy within the
study horizon with the optimal maintenance schedule is reduced by 20 MWh compared to the BaU
schedule. Furthermore, the total production cost is also reduced by $1951, which is equivalent to a 4%
cost savings by the proposed model.
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6. Optimal Topology Control

As discussed earlier in this paper, the transmission maintenance schedule is a sub-application of
the OTC problem. The OTC mainly searches for a better topology that leads to greater savings in terms
of production cost. While the proposed scheduling model is developed, it is observed that the model
can be converted into a full OTC problem, and the resulting problem is an advancement on the current
OTC formulation with consideration of N-1 contingency criteria.

This section is devoted to showing the impact of OTC on the same test case used in the earlier
sections. Due to the expanded feasible region by adopting the OTC idea, it is expected to observe cost
savings in comparison to the base case in which all transmission assets are active. The total production
cost in the base case is $53,781, but it is $53,532 in the OTC case, which is about %0.5 cost reduction.
An interesting observation is made on the selection of transmission lines to switch off with the OTC
model. Figure 10 shows the selected lines and the time of day they are switched off. Instead of showing
the lines in their ID order, lines with similar schedules are plotted next to each other, revealing that two
or more lines are actually selected together for different times of the day. Branch #1, #20, and #3 are
switched off together between 1 a.m. and 6 a.m. Similarly, Branch #3, #18, #31, and #38 are switched
off together between 10 a.m. and 3 p.m. Moreover, two other lines, Branch #6 and #7 are switched
off when the other selected lines are switched back on. Completing this kind of analysis for days
and throughout a year may help system operators understand the correlation of lines in reducing the
system’s production cost.

This observed correlation is also consistent with the findings in Sections 5 and 6 where the
maintenance requested to Branch #7 is actually scheduled at times the other lines are online as shown
in Figure 6, and Branch #18 and #38 are scheduled together as shown in Figure 9.
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7. Conclusions

The consequences of aging infrastructure have become visible in recent years. The maintenance
rates and forced outage rates of transmission lines that play a key role in maintaining the stable and
reliable power systems have increased in the last decade. With the increasing need of maintenance on
the transmission side, the current procedure of scheduling those tasks will soon be cumbersome for
operations due to the length of time the maintenance takes and the negative impact on the production
cost when the schedule is not fully optimized with real-time information. This paper aims to help



Energies 2019, 12, 2931 15 of 18

smooth and optimize this process by proposing a new, co-optimized mathematical model to schedule
transmission maintenance requests with the production cost minimization, all while maintaining the
N-1 contingency criteria and other necessary technical constraints of power systems.

A novel model is developed to centralize the maintenance scheduling process at the system operator
level. Central scheduling benefits the operator in terms of production cost savings. Cost savings are
achieved by optimally scheduling the transmission requests at the time of their loss, leading to a lower
production cost of the system. The model promises production cost savings by shifting a maintenance
time window to one that is optimal for both operator and transmission owner. To address different
types of maintenance tasks, the proposed model is flexible and able to differentiate block or partial
maintenance. The model can split the full maintenance duration into several smaller timeframes if
they lead to a lower production cost for the system.

Although the focus of the study is on maintenance schedules, the new formulation of contingency
events in the mathematical program can be further developed for the OTC problem since its first
introduction by Hedman [38]. With a few changes on the proposed model, a small-size problem related
to variables and constraints is introduced in this study.

The impacts of the proposed approach on the production cost, reliability, unserved energy,
and transfer capability are tested on a modified IEEE-30 bus system in three different case studies.
The proposed model shows up to 4% production cost savings, as well as a reduction on the unserved
energy while maintaining the N-1 contingency criterion for the system. Use of the optimal schedule
can also replace the additional commitment of a generator and increase the renewable generation in
the fuel mix. The findings on the test cases suggest that further research on optimal transmission
maintenance scheduling is justified for realistic networks. Further studies may also include the VAr
scheduling and voltage control to fully support the operation of power systems.
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Nomenclature

Sets
Φ Set of all buses
ΦG Set of buses connected to a generator, a subset of Φ
Ω Set of all transmission lines (branches)
Ψ Set of branches pending maintenance, a subset of Ω
Γ Set of all generators

X
Set of system states including steady state and loss of either a generator or a non-radial
transmission line

Indices
t Period index
i, j Bus indices for sets Φ and ΦG

k Branch index for sets Ω and Ψ
g Generator index for set Γ
c State index, 0 for steady state, rest for contingency state
Parameters
BaseMW Scalar value converting per unit quantity to power
Cg Marginal generating cost of Generator g
NLg No load cost of Generator g
SUg Startup cost of Generator g
PMk Partial maintenance cost of Branch k
Bk Electrical susceptance of Branch k
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PD
i,t Real power demand at Bus i in period t

M A big number
PGmax

g Maximum generating capacity of Generator g
PGmin

g Minimum generating capacity of Generator g
RU

g Maximum ramp-up the rate of Generator g
RD

g Maximum ramp down rate of Generator g
RUC

g Maximum ramp-up the rate of Generator g in contingency
RDC

g Maximum ramp down rate of Generator g in contingency
Pmax

k Maximum power flow limit on Branch k
T Number of planning periods
dk Duration to complete maintenance for Branch k
nk Minimum duration of each partial maintenance
`k Maximum number of times Branch k could be on partial maintenance
ref Reference bus id
pg Minimum up time for Generator g
wg Minimum downtime for Generator g
Variables
PG

g,t,c Power generation by Generator g in period t at state c
θi,t,c Voltage angle in radians at Bus i in period t at state c
Pkij,t,c Power flow on Branch k from Bus i to Bus j in period t at state c
zk,t Indicating the status of Branch k in period t
mk,t Indicating start of maintenance on Branch k in period t
ak Indicating approval of maintenance request for Branch k
ug,t Indicating the status of Generator g in period t
sg,t Indicating startup decision of Generator g in period t
hg,t Indicating shutdown decision of Generator g in period t

References

1. Wang, C.; Shahidehpour, M. Optimal generation scheduling with ramping costs. IEEE Trans. Power Syst.
1995, 10, 60–67. [CrossRef]

2. Lai, S.-Y.; Baldick, R. Unit commitment with ramp multipliers. IEEE Trans. Power Syst. 1999, 14, 58–64.
3. Lopez, J.A.; Ceciliano-Meza, J.L.; Moya, I.G.; Gomez, R.N. A MIQCP formulation to solve the unit commitment

problem for large-scale power systems. Electr. Power Energy Syst. 2012, 36, 68–75. [CrossRef]
4. Jabr, R.A.; Mhanna, S.N. Application of semidefinite programming relaxation and selective pruning to the

unit commitment. Electr. Power Syst. Res. 2012, 90, 85–92.
5. Jabr, R.A. Rank-constrained semidefinite program for unit commitment. Electr. Power Energy Syst. 2013, 47,

13–20. [CrossRef]
6. Li, C.; Zhang, M.; Hedman, K.W. N-1 reliable unit commitment via progressive hedging. J. Energy Eng. 2014,

141, B4014004. [CrossRef]
7. Fu, Y.; Shahidehpour, M.; Li, Z. Security-constrained unit commitment with AC constraints. IEEE Trans.

Power Syst. 2005, 20, 1538–1550. [CrossRef]
8. Wu, L.; Shahidehpour, M.; Li, T. Stochastic security-constrained unit commitment. IEEE Trans. Power Syst.

2007, 22, 800–811. [CrossRef]
9. Bisanovic, S.; Hajro, M.; Dlakic, M. Unit commitment problem in deregulated environment. Electr. Power

Energy Syst. 2012, 42, 150–157. [CrossRef]
10. Tuohy, A.; Meibom, P.; Denny, E.; O’Malley, M. Unit commitment for systems with significant wind

penetration. IEEE Trans. Power Syst. 2009, 24, 592–601. [CrossRef]
11. Pozo, D.; Contreras, J.; Sauma, E.E. Unit commitment with ideal and generic energy storage units. IEEE Trans.

Power Syst. 2014, 29, 2974–2984. [CrossRef]
12. Seki, T.; Yamashita, N.; Kawamoto, K. New Local Search Methods for Improving the Lagrangian-Relaxation-

Based Unit Commitment Solution. IEEE Trans. Power Syst. 2010, 25, 272–283. [CrossRef]
13. Niknam, T.; Bavafa, F.; Azizipanah-Abarghooee, R. New self-adaptive bat-inspired algorithm for unit

commitment problem. IET Sci. Meas. Technol. 2014, 8, 505–517. [CrossRef]

http://dx.doi.org/10.1109/59.373928
http://dx.doi.org/10.1016/j.ijepes.2011.10.025
http://dx.doi.org/10.1016/j.ijepes.2012.10.056
http://dx.doi.org/10.1061/(ASCE)EY.1943-7897.0000187
http://dx.doi.org/10.1109/TPWRS.2005.854375
http://dx.doi.org/10.1109/TPWRS.2007.894843
http://dx.doi.org/10.1016/j.ijepes.2012.03.051
http://dx.doi.org/10.1109/TPWRS.2009.2016470
http://dx.doi.org/10.1109/TPWRS.2014.2313513
http://dx.doi.org/10.1109/TPWRS.2009.2036795
http://dx.doi.org/10.1049/iet-smt.2013.0252


Energies 2019, 12, 2931 17 of 18

14. Sioshansi, R.; O’Neill, R.; Oren, S.S. Economic consequences of alternative solution methods for centralized
unit commitment in day-ahead electricity market. IEEE Trans. Power Syst. 2008, 23, 344–352. [CrossRef]

15. Johnson, R.; Oren, S.S.; Svoboda, A.J. Equity and efficiency of unit commitment in competitive electricity
markets. Util. Policy 1997, 6, 9–19. [CrossRef]

16. Li, T.; Shahidehpour, M. Price-based unit commitment: A case of Lagrangian relaxation versus mixed integer
programming. IEEE Trans. Power Syst. 2005, 20, 2015–2025. [CrossRef]

17. Sheble, G.; Fahd, G. Unit commitment Literature Synopsis. IEEE Trans. Power Syst. 1994, 9, 128–135. [CrossRef]
18. Padhy, N.P. Unit commitment—A bibliographical survey. IEEE Trans. Power Syst. 2004, 19, 1196–1205. [CrossRef]
19. Selvakumar, K.; Vignesh, R.S.; Vijayabalan, R. Shuffled Frog Leaping Algorithm for solving profit based unit

commitment problem. In Proceedings of the 2012 International Conference on Computing, Communication
and Applications, Dindigul, Tamilnadu, India, 22–24 February 2012; pp. 1–6. [CrossRef]

20. Sundaram, C.S.; Sudhakaran, M.; Selvakumar, R.; Natarajan, R.G. Solution to profit based unit commitment
using swarm intelligence technique. In Proceedings of the 2014 International Conference on Computation of
Power, Energy, Information and Communication (ICCPEIC), Chennai, India, 16–17 April 2014; pp. 353–358.
[CrossRef]

21. Derakhshandeh, S.Y.; Golshan, M.E.H.; Masoum, M.A.S. Profit-based unit commitment with security constraints
and fair allocation of cost saving in industrial microgrids. IET Sci. Meas. Technol. 2013, 7, 315–325. [CrossRef]

22. Fisher, E.B.; O’Neill, R.P.; Ferris, M.C. Optimal Transmission Switching. IEEE Trans. Power Syst. 2008, 23,
1346–1355. [CrossRef]

23. Hedman, K.W.; O’Neill, R.P.; Fisher, E.B.; Oren, S.S. Optimal Transmission Switching with Contingency
Analysis. IEEE Trans. Power Syst. 2009, 24, 1577–1586. [CrossRef]

24. Fuller, J.D.; Ramasra, R.; Cha, A. Fast Heuristics for Transmission-Line Switching. IEEE Trans. Power Syst.
2012, 27, 1377–1386. [CrossRef]

25. Ruiz, P.A.; Foster, J.M.; Rudkevich, A.; Caramanis, M.C. On fast transmission topology control heuristics.
In Proceedings of the IEEE Power and Energy Society General Meeting, San Diego, CA, USA, 24–29 July
2011; pp. 1–8.

26. Ruiz, P.A.; Rudkevich, A.; Caramanis, M.C.; Goldis, E.; Ntakou, E.; Philbrick, C.R. Reduced MIP formulation
fortransmission topology control. In Proceedings of the 50th Annual Allerton Conference on Communication,
Control, and Computing (Allerton), Monticello, IL, USA, 1–5 October 2012.

27. Soroush, M.; Fuller, J.D. Accuracies of Optimal Transmission Switching Heuristics Based on DCOPF and
ACOPF. IEEE Trans. Power Syst. 2013, 29, 924–932. [CrossRef]

28. Barrows, C.; Blumsack, S. Transmission Switching in the RTS-96 Test System. IEEE Trans. Power Syst. 2011,
27, 1134–1135. [CrossRef]

29. Ruiz, P.A.; Foster, J.M.; Rudkevich, A.; Caramanis, M.C. Tractable Transmission Topology Control Using
Sensitivity Analysis. IEEE Trans. Power Syst. 2012, 27, 1550–1559. [CrossRef]

30. Cong, L.; Jianhui, W.; Ostrowski, J. Heuristic Prescreening Switchable Branches in Optimal Transmission
Switching. IEEE Trans. Power Syst. 2012, 27, 2289–2290.

31. Poyrazoglu, G.; Oh, H.S. Optimal Topology Control with Physical Power Flow Constraints and N-1
Contingency Criterion. IEEE Trans. Power Syst. 2015, 30, 3063–3071. [CrossRef]

32. Navid, N. Optimal Transmission Switching and RTO Needs—Discussion Points. In Proceedings of the
Workshop on Transmission Topology Control, PJM Conference & Training Center, Norristown, PA, USA,
19 November 2013.

33. Froger, A.; Gendreau, M.; Mendoza, J.E.; Pinson, E.; Rousseau, L.M. Maintenance scheduling in the electricity
industry: A literature review. Eur. J. Operational Res. 2016, 251, 695–706. [CrossRef]

34. Marwali, M.K.C.; Shahidehpour, S.M. Integrated generation and transmission maintenance scheduling with
network constraints. IEEE Trans. Power Syst. 1998, 13, 1063–1068. [CrossRef]

35. Marwali, M.K.C.; Shahidehpour, S.M. Short-term transmission line maintenance scheduling in a deregulated
system. IEEE Trans. Power Syst. 2000, 15, 1117–1124. [CrossRef]

36. Georgilakis, P.S.; Vernados, P.G.; Karytsas, C. An ant colony optimization solution to the integrated generation
and transmission maintenance scheduling problem. J. Optoelectron. Adv. Mater. 2008, 10, 1246–1250.

37. Pandzic, H.; Conejo, A.J.; Kuzle, I.; Caro, E. Yearly maintenance scheduling of transmission lines within a
market environment. IEEE Trans. Power Syst. 2012, 27, 407–415. [CrossRef]

http://dx.doi.org/10.1109/TPWRS.2008.919246
http://dx.doi.org/10.1016/S0957-1787(96)00009-4
http://dx.doi.org/10.1109/TPWRS.2005.857391
http://dx.doi.org/10.1109/59.317549
http://dx.doi.org/10.1109/TPWRS.2003.821611
http://dx.doi.org/10.1109/ICCCA.2012.6179234
http://dx.doi.org/10.1109/ICCPEIC.2014.6915389
http://dx.doi.org/10.1049/iet-smt.2013.0044
http://dx.doi.org/10.1109/TPWRS.2008.922256
http://dx.doi.org/10.1109/TPWRS.2009.2020530
http://dx.doi.org/10.1109/TPWRS.2012.2186155
http://dx.doi.org/10.1109/TPWRS.2013.2283542
http://dx.doi.org/10.1109/TPWRS.2011.2170771
http://dx.doi.org/10.1109/TPWRS.2012.2184777
http://dx.doi.org/10.1109/TPWRS.2014.2379112
http://dx.doi.org/10.1016/j.ejor.2015.08.045
http://dx.doi.org/10.1109/59.709100
http://dx.doi.org/10.1109/59.871742
http://dx.doi.org/10.1109/TPWRS.2011.2159743


Energies 2019, 12, 2931 18 of 18

38. Hedman, K.W.; Ferris, M.C.; O’Neill, R.P.; Fisher, E.B.; Oren, S.S. Co-optimization of generation unit
commitment and transmission switching with N-1 reliability. IEEE Trans. Power Syst. 2010, 25, 1052–1063.
[CrossRef]

39. Zimmerman, R.D.; Murillo-Sánchez, C.E.; Thomas, R.J. MATPOWER: Steady-State Operations, Planning
and Analysis Tools for Power Systems Research and Education. IEEE Trans. Power Syst. 2011, 26, 12–19.
[CrossRef]

40. Subcommittee, P.M. IEEE Reliability Test System. IEEE Trans. Power Apparatus Syst. 1979, 6, 2047–2054.
[CrossRef]

41. Gross, C.A.; Meliopoulos, S.P. Per-unit scaling in electric power systems. IEEE Trans. Power Syst. 1992, 7,
702–708. [CrossRef]

42. Lofberg, J. YALMIP: a toolbox for modeling and optimization in MATLAB. In Proceedings of the 2004
IEEE International Conference on Robotics and Automation, New Orleans, LA, USA, 26 April–1 May 2004;
pp. 284–289. [CrossRef]

43. Carrion, M.; Arroyo, J.M. A computationally efficient mixed-integer linear formulation for the thermal unit
commitment problem. IEEE Trans. Power Syst. 2006, 21, 1371–1378. [CrossRef]

© 2019 by the authors. Licensee MDPI, Basel, Switzerland. This article is an open access
article distributed under the terms and conditions of the Creative Commons Attribution
(CC BY) license (http://creativecommons.org/licenses/by/4.0/).

http://dx.doi.org/10.1109/TPWRS.2009.2037232
http://dx.doi.org/10.1109/TPWRS.2010.2051168
http://dx.doi.org/10.1109/TPAS.1979.319398
http://dx.doi.org/10.1109/59.141776
http://dx.doi.org/10.1109/CACSD.2004.1393890
http://dx.doi.org/10.1109/TPWRS.2006.876672
http://creativecommons.org/
http://creativecommons.org/licenses/by/4.0/.

	Introduction 
	Problem Formulation 
	Objective Function 
	Power Flow-Related Constraints 
	Contingency-Related Constraints and Power Balance Constraint 
	Generator-Related Constraints 
	Maintenance Scheduling-Related Constraints 

	Model Flexibility and Convertibility 
	Numerical Example 
	Case Studies 
	Optimal Topology Control 
	Conclusions 
	References

